Based on the theory of regional heat and mass balance, a stratified air-conditioning load calculation model suitable for large-space buildings was established. A test of a large-space building under summer conditions was conducted to verify the calculation results of indoor vertical temperature distribution. The stratified air-conditioning cooling load calculated by the model was compared with the actual air-conditioning cooling capacity. The calculation results showed that the difference between the actual air-conditioning cooling load and the model calculation result was 14%. Based on the model, the vertical temperature distribution under variable operating conditions was predicted.
INTRODUCTION
Summer air-conditioning cooling load is important for the design of air-conditioning systems. For large-space buildings, the structural characteristics and air flow organization are different from ordinary public buildings. Because the density of hot air is small, the upper zone temperature is very high. The personnel activity space is located in the area below 2 meters. From the perspective of energy conservation, effective air stratification is often achieved through the air distribution of stratified air conditioners. Therefore, when calculating the cooling load, the temperature of the entire space cannot be considered as a single point temperature. The vertical temperature stratification of the air and the inner surface of the envelope should be considered, as well as the convective heat transfer and radiative heat transfer of the upper non-airconditioned zone to the lower air-conditioned zone.
At present, theoretical calculations or computer simulations were often used in the study of stratified air-conditioning load calculation for large space buildings. In theoretical research, the whole-house cooling load calculation method of ordinary buildings was often used. In this method, the design temperature of the lower air-conditioning zone is considered as a single point temperature, the hourly cooling load calculation was adopted in design of air condition system. The empirical equation was used to calculate air and wall temperature in the upper non-air-conditioned zone. The convective and radiative transfer heat from non-airconditioned zone to air-conditioning zone were calculated as an additional cooling load in the lower air-conditioning zone [1] [2] [3] This method has been widely used for calculating the cooling load of large space buildings. Kang Zhao [4] proposed a new method to calculated the cooling capacity of a radiant floor in the large spaces of an airport, In addition, the theoretical research on stratified airconditioning load in the lower air supply distribution were focused on the stratified height [5] , the load efficiency coefficient [6] , the lower air supply load correction factor [7] , the supply and return air heights, the indoor heat source distribution [8] and outdoor disturbances affect the stratified load.
Through computer simulation to study the stratified airconditioning load, a single-point or two-point model can be used to establish the regional heat and mass balance equation [9] [10] . The indoor vertical or horizontal temperature distribution can be calculated by the model [11] [12] . It also can be used to analyze the influencing factors of load, such as supply and return air, enclosure structure, and heat source and so on. The variation law of specific building cooling load of stratified air-condition system under different influencing factors were studied. Then the method of general airconditioning cooling load calculation can be concluded. Yuanlin Yu [13] proposed a new inflow turbulence generation method for LES and the new NSRFG technique was then applied to the numerical simulation of the turbulent flow around a CAARC standard building model. Yong Wan [14] calculated the theoretical load index by solving the model for inner sur-face temperature of the building envelope based on the modified radiant heat transfer method, put forward a recommendation for usage of the stratified air conditioning design.
With the development of computer technology, theoretical and experimental research was a powerful complement. Such methods are widely used in various types of large space buildings. However, in single-point or two-point model modeling, the indoor area was often simply divided into an upper non-air-conditioned area and a lower air-conditioned area. The vertical temperature distribution at different indoor heights was not taken into consideration. Therefore, the airconditioning cooling load calculated by the single-point or two-point model has some limitations.
This paper established a stratified air-conditioning load calculation model suitable for large-space buildings through the regional heat-mass balance equation. The indoor space was divided into multiple regions in the vertical direction (8 regions), taking full account of the indoor air temperature. The distribution in the vertical direction was verified and analyzed using the test results of the air-conditioning cooling load in the summer conditions. The feasibility and accuracy were discussed, providing the ideas and directions for the airconditioning cooling load calculation of large space buildings.
ESTABLISHMENT OF STRATIFIED AIR CONDITIONING LOAD CALCULATION MODEL
The stratified air-conditioning load calculation model was based on the regional heat and mass balance equation [11] , and on this basis, it was expanded and revised. The basic idea of the regional thermal model was to divide a single indoor space into a limited large-scale area. It is considered that the air in the area is completely uniform, the relevant parameters (such as temperature, concentration, etc.) were equal, and there was an exchange of heat and mass between the areas, and the quality was established. The energy balance equation was used to study the temperature distribution and flow conditions in the space. Compared with the single node energy consumption, ventilation, and airflow prediction models, it can provide more abundant information and can obtain the distribution parameter solutions in a certain scale.
In this paper, the large space building was divided into several isothermal areas in the vertical direction. A heat and mass balance model was established for each area. The heat exchange equation was established for the body flow air regions and the wall flow heat and mass exchange. The basic composition of the stratified air-conditioning load calculation model for indoor air temperature and wall temperature was shown in Fig.1 , where t(i) was the i-th of air temperature layer, tb(i,K) was wall surface temperature of enclosure structure, K was the number of the four enclosures, t(c) and t(f) were roof temperature and floor temperature,; mc(i+1) was i+1-th body flow air inflow i-th of mass flow; mout(i,K) and min(i,K) were quality exchange between wall flow and body flow in each layer; md(i,K) was mass exchange between wall flows in each layer; tm(i,K) was the average temperature of the wall flow; ms(i) and mh(i) were air-conditioning air supply and return air volume of each floor; mj(i) was blowing of the jet at each layer; q(i-(i-1)) was heat exchange due to temperature difference between body flow i-th layer and i-1-th layer; qw(i,K) were heat introduced into the inner wall surface through the enclosure structure outdoors. Table 1 . As an intermediate amount between each layer, the wall flow and the main flow can be solved at the same time. The relationship between various intermediate parameters and the wall surface flow average temperature were given in Equation (1) and (2) . The relationship between the convection heat transfer and the temperature difference heat exchange in each layer of the body flow area was given in Equation (3) and (4) . The radiation, and convection heat transfer were combined at the inner wall of the envelope structure. The principle of energy conservation can be used to list the energy balance equations for the surface i, as shown in equation (5) . qd(i) was the convection heat transfer between the i-surface and the indoor air (Equation 6). qR(i) was the radiative heat exchange between the i-surface and the indoor surface (Equation 7). The angle coefficient Fij was calculated by the Monte Carlo method. qλ(i) was the heat exchange from outdoor air to inner wall surface (Equation 8). Equation (9) was the radiative heat transfer equation of each wall. Equation (10) was the heat-mass exchange equation of the body flow air. Equation (11) was the final matrix equation of the model. Through iterative solution, the air temperature and the inside of wall temperature can be calculated. The coupling calculation of wall temperature and indoor air temperature (Equation 10) was considered in the model. Monte Carlo calculation was also conducted for the angle coefficient. 
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The convective heat transfer coefficient of the inner surface depends on the material of each wall and the flow pattern of the air flow. In the model, the heat transfer coefficient between the solid wall and the air adopts a function of the temperature difference index calculation method. For the natural convection and forced convection, the coefficients were corrected. The equation for calculating the convective heat transfer coefficient was shown in equation (12) , where the correction coefficient AC0 and the index BC0 were selected according to the surface characteristics of the building envelope.
Analysis of the summer cooling load of large space buildings shows that the formation of cooling load was mainly caused by the convection heat exchange between the inner wall surface of the envelope structure and the indoor air. The temperature rise of the inner wall surface of the envelope structure mainly consists of two parts: heat transfer of enclosure structure and radiation heat transfer of inner wall. In the ideal steady state, the temperature of the inner wall surface was a combination of radiative heat transfer and convection heat transfer. The influence of radiation heat transfer was taken into account. Therefore, the summer cooling load of the stratified air conditioner can be calculated by equation (13) which included the convective heat transfer of floor, ceiling, inner wall surface, the corresponding air layer. This equation was a steady-state load calculation equation, which can be used as a steady-state summer cooling load calculation method under an outdoor weather parameter or under the most unfavorable conditions. In the subsequent study, an unsteady solution model can be established to consider the envelope， structural heat storage, indoor personnel interference, etc. 
In the equation, αf was the convection heat transfer coefficient of the floor and the first layer of air, W/m 2 °C; Af was floor area, m 2 ; tf was the floor temperature, °C; t(1) was the first layer of air temperature, °C; αc was the roof and n-th layer air convection heat transfer coefficient, W / m 2 °C; Ac was the ceiling area, m 2 ; tc was the ceiling temperature, °C; t(n) was the n-th layer air temperature, °C; αd(i,K) was the i-th layer inner wall surface and the i-th layer The convection heat transfer coefficient of air, W/ m 2°C ; Ai was the area of the inner wall surface of the i-th layer, m 2 ; tb(i,K) was the inner wall surface temperature of the i-th layer, °C; t(i) was the i-th layer air temperature, °C.
EXPERIMENTAL TEST PROGRAM AND ANALYSIS

Experimental test program
Experimental tests of summer cooling conditions were conducted at a large space experiment base. The experimental base was 20m long and 14.8m wide. The lowest point of the slope roof was 6m and the highest point was 8.75m. The modular air-cooled heat pump chiller/cooler unit was used as the cold source and the cooling capacity was 67kW. The airconditioning box was a return air system with a rated air volume of 20000m 3 /h. The fan adopts a frequency converter to adjust the air volume. During the experimental test, the fresh air inlet was closed. Nozzle outlet air supply was adopted as the air distribution of the stratified air conditioner. The layout of the nozzles was shown in Fig. 2 .
Figure 2. Nozzle position and measuring point layout
At the 4m vertical height of the western Wall, 10 nozzles are arranged with a diameter of 174mm. 4 air outlets with the size of 600mm x 900mm are located below the nozzles. According to the characteristics of the airflow organization formed by jets, a vertical temperature line (PC) was arranged in the center of the room. One measuring point was arranged at 0.1m from the ground. The measuring points were arranged every 0.4m below 2.5m. When vertical height was larger than 2.5m, the regional measuring point interval was 0.5m.
Experimental test instruments are shown in Table 1 . 
Analysis of test results
During the experiment, the supply air volume was set to 7600 m 3 /h. In order to obtain the actual cooling capacity of the air-conditioning system under stable conditions, the supply air temperature, and air temperature at the height of 1.7 m on the PC line were shown in Fig.3 . The trend of wind temperature changing with time can be seen from the figure. The temperature at the height of 1.7m in the room and the return air temperature were basically the same and became stable after 11:30. The data after this time can be used in the model. According to the supply and return air temperature difference and the supply air volume, the air-conditioning cooling capacity at each time can be calculated, as shown in Fig. 3 . The quadratic polynomial of the cooling capacity change over time was also given. In order to facilitate the comparison of subsequent model calculation results, the data at 12:00 are taken as the basis for calculation and comparison. The parameters are listed in Table 2 . According to the calculation needs of the model, the actual test building was divided into eight layers in the height direction. The structural parameters were shown in Table 3 . The correction factors in the calculation equation were shown in Table 4 . These correction factors were used for calculating heat transfer coefficient of the envelope structure. The air temperature, wall temperature, convective heat transfer coefficient of each layer under the stable working conditions in the experimental building can be calculated by the model above. The cooling load can be calculated by Equation 13.
MODEL CALCULATION RESULTS AND ANALYSIS
Analysis of indoor vertical temperature distribution and cooling load calculation results
The comparison between the calculated values and the experimental values of the inner wall surface temperature and the indoor vertical temperature distribution under experimental conditions was shown in Fig. 4 . It can be seen that, the nozzles were located at a height of 4m (fifth level), because of the suction effect, there was an obvious sub-level in the indoor vertical height of about 5m. Above the sub-level was non-air-conditioned area and below was the airconditioned area. The vertical temperature distribution in the air-conditioned area was relatively uniform. Due to the impact of the floor heat transfer, there was a small temperature gradient near the ground. It can meet the requirements of the thermal comfort of the human body (0.1m and 1.1m temperature difference was less than 3 °C). It can be seen that the calculated values and experimental values of indoor vertical temperature distribution and wall temperature distribution agreed well with each other. The maximum relative error between the calculated and measured values of air temperature was 13.5%, and the maximum relative error of internal wall surface temperature was 17%. The calculated data was used for subsequent cooling load calculation analysis.
From the results of the vertical temperature distribution calculation, it can be seen that the multi-area thermal mass balance model calculation result was closer to the actual situation and was in good agreement with the experimental result. The cooling load calculation results for each floor was shown in Table 5 . The total convection heat transfer between the ceiling and the 8th floor, the floor and the first layer reached 30% of the total heat transfer. In the remaining 70%, the cooling load of the nozzle air supply layer was the largest Based on the model, the cooling load at this time was 17028W, and the cooling capacity of the air conditioner that shown in Table 2 was 19422W. The difference was about 14%. Considering the loss of air duct air conditioning system and the leakage of air in experimental tests, the relative error was basically reasonable. It can be considered that the model can be used to solve the stratified air-conditioning load in a steadystate large-space building.
Stratified air conditioning cold load variation condition calculation
According to the load calculation model described above, the different indoor thermal insulation resistance, outdoor temperature and indoor load rate variation (based on 50 persons) were calculated. Air vertical temperature distribution and stratified air conditioning cooling load were listed in Fig.5,  Fig.6, and Fig.7 . It can be seen that the change of outdoor temperature has a great influence on the vertical indoor air temperature in lower air conditioning area, followed by the thermal conductivity of enclosure structure. The reason was that the increase of outdoor temperature directly increased the temperature of non-air conditioning area. Convective heat transfer and radiative transfer heat increase greatly from nonair conditioning area to air conditioning area. Meanwhile, the heat teat transfer cause by outdoor temperature also increased to a certain extent. The minimum impact on vertical temperature distribution is indoor load.
The influence of the change of each parameter on the vertical temperature distribution conforms to the actual law, and the accuracy of the model calculation was verified on the other hand. 
CONCLUSION
This paper proposed a method for calculating stratified airconditioning loads based on large-space buildings, taking into account the subdivision of indoor air temperature in the vertical direction. Through the experimental test of summer large-space buildings, the analytical solution of stratified airconditioning load was compared. The relative error between the air-conditioning cooling capacity calculated by the model and actual load is 14%. The model provided ideas and directions for the calculation of stratified air-conditioning loads in large-space buildings, and had certain practical significance for the early stage of air-conditioning design for large space buildings. In the follow-up study, an unsteady model can be established to take into account the non-steady state factors such as the heat storage of the envelope structure and indoor lighting. The change in the stratified airconditioning load can be analyzed more accurately.
